Buildings Energy Databook: 5.9 Lighting August 2004

5.95 1999 Lighted Floorspace for the Stock of Commercial Buildings, by Type of Lamp

Lighted Floorspace Percent of
Type of Lamp (million square feet) (1) Lighted Floorspace
Standard Fluorescent 60,344 90%
Incandescent 38,155 57%
Compact Fluorescent 20,666 31%
High-Intensity-Discharge 19,223 29%
Halogen 17,926 27%

Note(s): 1) The percentages of lighted floorspace total more than 100% since most floorspace is lighted by more than one type of lamp. The
total lit floorspace in 1995 was 67.3 billion square feet.
Source(s): EIA, 1999 Commercial Buildings Energy Consumption Survey: Building Characteristics Tables, July 2002, Table B39, p. 121.




